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STAINLESS STEEL.
3. METER AND BALL VALVE ((9)

1. CORPORATION STOP SHALL BE INSTALLED ON THE MAIN
DIRECTLY OPPOSITE THE LOCATION OF THE METER.
2. NUTS AND BOLTS FOR CONNECTIONS TO METER SHALL BE

) SHALL BE SUPPLIED AND
INSTALLED BY TMWD AT REQUESTING PARTY’'S EXPENSE.
(NOT SUPPLIED BY TMWD FOR CAPITAL IMPROVEMENT

PROJECTS).
NEPTUNE MODEL SIZE | COVER ngcgzc BOX
»| ABDO1643, A6001947T,| AB001640
T-10 DISC 1 148 66 466 PCX12, #66
5 Asofgésu, AEODGEJHT, Pé!)sggmms
EXISTING PIPE = e 112 Asci?s'iga,:s, A500616947T, F’éX‘lz 40
TURBINE W/STRAINER [ AG001643, | ABUDTOZ7T,| A600TB40
(NOT SHOWN) 2 466 #66 PCX12. #66
TRU FLO COMPOUND or AB001975, A6001947T,| AB001974
ACCOMPANYING STD.'S T700, T701, W/ S(ErfngsTﬁoaLF;NNER #67 167 PCX12, #66
T702 AND T116.
ITEM DESCRIPTION SIZE
® SERVICE SADDLE—DOUBLE STRAP—BRONZE JONES 979, MCDONALD 3825, o
MUELLER BR2B, CAMBRIDGE BRASS (CB) #810— CC THREAD
(2) | CORPORATION STOP—JONES E1930, FORD FB600—4NL, MUELLER B25000N 2
CAMBRIDGE BRASS 301INL—M7B87, MCDONALD 74701B -
(3 | 45 ELBOW-COPPER TO COPPER SJxS .y
(4) | COPPER TUBING—TYPE "K” SOFT g
(5) | 90" ELBOW-SJXSJ 2"
(6) | ANGLE METER STOP—JONES E1975W, FORD BFA43—777WNL, CB210NL—B7MF7 2"
(7) | METER BOX W/ COVER — ARMORCAST SEE TABLE
NEPTUNE WATER METER, E—CODER)R900i WITH STUBBY ANTENNA SEE TABLE
CU. FT. REGISTER (TYPE TO BE DETERMINED BY TMWD)
(@) | BALL VALVE-JONES E1913W, FLGXFIP, CBf 212NL—F7MF7 1-1/2" OR 2"
—FORD BF13—777WNL OR 666WNL, W/HB67S HANDLE, FLGxFIP x 3
@ NEOPRENE FULL FACE GASKET 1—=1/2" OR 2
(1) | PACK JOINT
CITY OF TORRANCE
» »
DATE ISSUED | TYPICAL 1-1/2" OR 2 METEB (NON—-TRAFFIC A | oD
JAN 2011 INSTALLATION MTH,Z“, SERVICE  LINE T 704
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